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The invention concerns a method for the recovery of thermal
energy from a steam dryer 2 with a closed circulation 2.1 that
produces excess steam SS characterized in that the excess
steam SS is condensed to an unclean condensate UC in a
steam regeneration unit 3 and in that thermal energy in the
unclean condensate UC is recovered by being transferred to a
district heating medium HW in a heat exchanger 4 for district
heating. The invention concerns also a system for the recov-
ery of thermal energy from a steam dryer 2 with a closed
circulation 2.1.
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1
PROCESS AND SYSTEM FOR RECOVERY OF
THERMAL ENERGY FROM A STEAM
DRYER

CROSS REFERENCE TO RELATED
APPLICATIONS

This application is a U.S. National Phase Application of
PCT International Application Number PCT/SE2012/
050313, filed on Mar. 21, 2012, designating the United States
of America and published in the English language, which is
an International Application of and claims the benefit of pri-
ority to Swedish Patent Application No. 1150249-9, filed on
Mar. 21,2011. The disclosures of the above-referenced appli-
cations are hereby expressly incorporated by reference in
their entireties.

TECHNICAL AREA

The present invention concerns a process and a system for
the recovery of thermal energy from a steam dryer, according
to the introduction to claims 1 and 10. The invention concerns
also a bioenergy combine.

THE PRIOR ART

Drying material requires much energy. A steam dryer may
be used in order to reduce the energy consumption and the
impact on the environment. The steam dryer is provided with
a closed circulation in which drying steam circulates and is
used repeatedly for the drying of moist material. Excess
steam is formed during the drying process, and this is with-
drawn from the circulation. The excess steam has a high
energy content, which normally is lost since extensive plant is
required in order for it to be possible to recover the energy in
an efficient manner and at low operating cost.

DESCRIPTION OF THE INVENTION

One purpose of the invention is to offer a method and a
system that recovers in an efficient manner the thermal energy
in the excess steam that is obtained during the drying of
material in a steam dryer with a closed circulation. In particu-
lar, the method and the system offer an efficient manner to
recover thermal energy from the condensate that is obtained
during a steam regeneration process of the excess steam.

This purpose is achieved through the method with the
distinctive features that are specified in the characterising part
of claim 1 and claim 10 [sic].

One advantage of the method according to the invention is
that the thermal energy from the excess steam is recovered in
a district heating system.

Another advantage of the method according to the inven-
tion is that the thermal energy in the uncleaned condensate
from the steam regeneration unit is recovered and is used,
instead of being released to the waste water system and thus
being lost.

The system according to the invention demonstrates cor-
responding advantages and technical properties as the above-
described method.

Embodiments given as examples are revealed in the non-
independent claims.

Further distinctive features and advantages of the invention
will be made clear in the following detailed description of the
invention, which constitutes an example, and is therefore not
to be interpreted in such a manner that it is limiting for the
protective scope of the invention. References to the attached
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2

drawings have been included in the text in order to facilitate
understanding, where equivalent or similar parts have been
given the same reference number.

BRIEF DESCRIPTION OF DRAWINGS

FIG. 1 shows schematically a system according to an
embodiment of the present invention.

FIG. 2 shows schematically a system according to a second
embodiment of the present invention.

DETAILED DESCRIPTION AND
EMBODIMENTS

FIG. 1 shows schematically a system 1 according to an
embodiment of the present invention.

The system 1 comprises a steam dryer 2 with a closed
circulation, a steam regeneration unit 3, a heat exchanger 4 for
district heating and a heat exchanger 5 for heat recovery.

The system 1 comprises also a steam power process 6
comprising a steam cycle that has a steam turbine 7, a low-
pressure condenser 8, a combined low-pressure preheater and
district heating condenser 9, a supply water tank 10 and a
steam boiler 11. The heat exchanger 5 for heat recovery is
connected to the steam cycle and functions as a low-pressure
preheater. The heat exchanger 5 for heat recovery functions as
a first preheating step in the steam cycle, and thus as part of
the steam power process. This will be described in more detail
below. The steam power process supplies the steam dryer 2
with heat for the drying of moist material.

The various elements of the system are connected by pipes,
lines and couplings that allow a medium such as gas or fluid
to be transported in a safe manner between the connected
elements.

The steam dryer 2 is a pneumatic steam dryer with a cir-
culation 2.1 that comprises an input arrangement 2.2, a drying
compartment 2.3 such as, for example, a drying tube, at least
one cyclone 2.4 for the separation of dried material from
drying steam, an output arrangement 2.5, a fan 2.6, a heat
exchanger 2.7 and a withdrawal line 2.8 for the withdrawal of
excess steam. The circulation 2.1 comprises also pipelines
and couplings in order to connect the various arrangements in
the steam dryer. The circulation 2.1 of the steam dryer is
essentially closed in order to limit the consumption of energy
during the drying process and in order to minimise emissions
from the steam dryer. When the steam dryer 2 is in operation,
the circulation is placed under a pressure that exceeds atmo-
spheric pressure and it is filled with drying steam. Alterna-
tively, the steam dryer may be adapted to work at a negative
pressure. The drying steam principally consists of recircu-
lated steam that has been heated in the heat exchanger. The
internal environment of the circulation has a very low content
of oxygen, and there is therefore no risk of powder explo-
sions. The level of oxygen is lower than 1%, preferably lower
than 0.5%.

All parts of the steam dryer and other arrangements in the
circulation are designed to be placed under pressure during
operation.

The steam dryer may, alternatively, be designed as a fluid
bed dryer adapted to operate with excess pressure or with
negative pressure.

The input arrangement 2.2 and the output arrangement 2.5
are designed to be sealed and resist pressure, such that leak-
age from the circulation is avoided. The input arrangement
and the output arrangement may be, for example, a cell feed
or plug screw.
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The cyclone 2.4 separates the dried material from the dry-
ing steam. The separated drying steam is recirculated from
the cyclone to a fan and to a heat exchanger.

At least one heat exchanger 2.7 is connected to the circu-
lation 2.1. The heat exchanger 2.7 may be, for example, a tube
boiler heat exchanger. Such a heat exchanger normally has a
large heat transfer surface and is known to achieve good heat
transfer.

The heat exchanger 2.7 is supplied with high-pressure
steam from a steam turbine. It is advantageous to superheat
the drying steam in the heat exchanger, since the ability of the
drying steam to absorb moisture from the material is
increased in this case. It is common that the drying steam has
an initial temperature of approximately 200° C. after the heat
exchanger.

The steam dryer 2 is used to dry moist bulk materials, for
example solid pieces of wood, such as wood chips, sawdust,
or similar. It is also well-suited to dry peat or agricultural
biomass. Bulk material that is to be dried has a size distribu-
tion and a particle size that are suitable for it to be pneumati-
cally transported through the circulation. The bulk material
has an initial moisture content greater than approximately
30% by weight: the moisture content is often greater than
40% before the drying operation. The dried bulk material is
used for, among other applications, fuel and for the manufac-
ture of pellets.

Excess steam SS is formed during the drying process of
bulk material. In order to regulate the pressure in the circula-
tion 2.1, excess steam SS is withdrawn from the steam dryer
2 through the withdrawal line 2.8.

The excess steam that is withdrawn from the steam dryer is
unclean and contains terpenes, hydrocarbons and particles,
which have not been separated from the drying steam in the
cyclone. The drying steam should be cleaned from these
substances in order to be able to recover the energy in it.

The system according to FIG. 1 comprises also a steam
regeneration unit 3 that is connected to the steam dryer 2
through the withdrawal line 2.8 for the excess steam. The
steam regeneration unit 3 comprises arrangements for the
purification of the excess steam, for example a scrubber 3.1
and a steam reformer 3.2.

A scrubber 3.11s shown in FIG. 1. The scrubber has a steam
inlet 3.11 that is connected to the withdrawal line 2.8 of the
steam dryer for excess steam SS, and a steam outlet 3.12 that
is connected to a steam reformer 3.2. The scrubber 3.1 has
also a condensate inlet 3.13 for unclean condensate UC,
which inlet is connected to a condensate outlet 3.25 at the
steam reformer. The scrubber has also a condensate outlet
3.14 for the unclean condensate UC, which outlet is con-
nected to a heat exchanger 4 for district heating. The unclean
condensate UC that leaves the scrubber through the conden-
sate outlet 3.14 has been heated to a temperature of approxi-
mately 140-145° C. The excess steam SS is cleaned in the
scrubber 3.1 through direct contact with unclean condensate
from the steam reformer through condensation of condens-
able gases. The excess steam is subsequently led from the
scrubber 3.1 to an inlet 3.21 for the excess steam at the steam
reformer.

The steam reformer 3.2 comprises an indirect heat
exchanger. The steam reformer has one side for clean steam
and one side for unclean steam. The side of the steam
reformer for unclean steam comprises a steam inlet 3.21 for
the excess steam SS connected to the steam outlet 3.12 of the
scrubber, a condensate outlet 3.24 connected to the conden-
sate inlet 3.13 of the scrubber, and a gas outlet 3.23 for
non-condensable gases connected to a steam boiler 12. The
clean steam side of the steam reformer comprises a conden-
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sate inlet 3.25 connected to a condensate container 11, for
example a supply water tank in the steam power process. The
clean steam side comprises also a steam outlet 3.22 for clean
steam CS, connected to a steam turbine 7 in the steam power
process.

The steam reformer 3.2 receives excess steam SS from the
scrubber 3.1 through the steam inlet 3.21.

The steam reformer 3.2 has a means, such as an indirect
heat exchanger, to recover thermal energy from the excess
steam SS through condensation of the excess steam SS and
through the simultaneous vapourisation of clean condensate
that is supplied to the steam reformer through the condensate
inlet 3.25 for the generation of clean steam CS. The steam
reformer 3.2 has also a means, the steam outlet 3.22, to supply
the clean steam CS to a steam turbine 7 to be used in electric-
ity production. A fraction of the energy is in this way recov-
ered from the steam dryer in the electricity production, and
this leads to a high efficiency for the system.

Also unclean condensate UC is generated during the con-
densation of excess steam SS, as are non-condensable gases.
The non-condensable gases in the excess steam are supplied
to the steam boiler 11 and recovered in it.

The unclean condensate leaves the steam reformer 3.2
through the condensate outlet 3.24 and is led to the conden-
sate inlet 3.13 at the scrubber. The clean steam side of the
steam reformer has a regulator valve that functions to retain
pressure on the unclean steam side, and that is indirectly
regulated by the pressure of the drying steam in the steam
dryer. The steam reformer has a high efficiency; a large frac-
tion of the energy from the withdrawn excess steam is trans-
ferred to clean steam that can be recovered in the steam power
process.

The heat exchanger 4 for district heating comprises an
indirect heat exchanger. The thermal energy in the unclean
condensate UC is recovered in the heat exchanger for district
heating and is transferred to a district heating medium HW,
instead of the unclean condensate UC being led directly to the
waste discharge whereby heat energy is lost.

The heat exchanger for district heating comprises a con-
densate inlet 4.1 and a condensate outlet 4.2 for the unclean
condensate UC. The heat exchanger for district heating com-
prises also an inlet 4.3 and an outlet 4.4 for a district heating
medium HW. The unclean condensate UC that leaves the heat
exchanger for district heating has a temperature of approxi-
mately 60-90° C. The heat exchanger for district heating is
connected to a district heating network 13.

FIG. 1 shows that the condensate outlet 4.2 of the heat
exchanger for district heating for unclean condensate is con-
nected to a condensate inlet 5.1 at the heat exchanger 5 for
heat recovery in the steam power process 6.

The heat exchanger 5 for heat recovery is an indirect heat
exchanger. It comprises a condensate inlet 5.1 and a conden-
sate outlet 5.2 for the unclean condensate UC. The heat
exchanger 5 for heat recovery comprises also an inlet 5.3 and
an outlet 5.4 for steam turbine condensate.

The thermal energy in the unclean condensate from the
excess steam is recovered in the heat exchanger 5 for heat
recovery and is transferred to a steam turbine condensate
STC1 that is supplied to the heat exchanger 5 for heat recov-
ery from a low-pressure condenser 8 in the steam power
process.

As has been described earlier, the heat exchanger 5 for heat
recovery functions as a low-pressure preheater. It constitutes
the first preheating step in the steam cycle, and it preheats the
steam turbine condensate STC1, which is denoted by STC2
after the heat exchanger for heat recovery.
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In this way, leading the unclean condensate UC directly to
the waste discharge, whereby the heat energy is lost, is
avoided. Furthermore, it is advantageous to transtfer thermal
energy from the unclean condensate from the excess steam to
a steam power process, in this way the temperature of the
steam condensate in the steam cycle is raised, which is advan-
tageous for the energy economy of the steam power process.

The unclean condensate UC that leaves the heat exchanger
5 for heat recovery through the condensate outlet 5.2 has a
temperature of approximately 30-50° C. The steam turbine
condensate STC2 that leaves the heat exchanger for heat
recovery has a temperature of approximately 40-80° C.

The unclean condensate from the steam regeneration unit 3
is therefore led first into the heat exchanger 4 for district
heating where a fraction of the thermal energy in the unclean
condensate UC is recovered and transferred to the district
heating medium HW. The unclean condensate UC that leaves
the heat exchanger for district heating has a remaining frac-
tion of thermal energy that has not been given up in the heat
exchanger for district heating. The unclean condensate UC is
subsequently led onwards to the heat exchanger 5 for heat
recovery in order there to recover as much of the remaining
thermal energy as possible to the steam turbine condensate
that comes from the low-pressure condenser 8. The heat
exchanger 4 for district heating and the heat exchanger 5 for
heat recovery are thus fed in serial with the unclean conden-
sate from the scrubber.

The heat exchanger 4 for district heating and the heat
exchanger 5 for heat recovery function at different tempera-
ture levels, and these are so adapted that as much thermal
energy as possible can be recovered from the unclean con-
densate UC.

FIG. 1 shows the steam power process 6, which comprises
a steam cycle that has a steam turbine 7, a low-pressure
condenser 8, a combined low-pressure preheater and district
heating condenser 9, a supply water tank 10 and a steam boiler
11, together with the heat exchanger 5 for heat recovery. The
steam cycle comprises two low-pressure preheating steps in
which the steam turbine condensate is preheated before it is
supplied to the supply water tank 10. The first low-pressure
preheating step comprises the heat exchanger 5 for heat
recovery, while the second low-pressure preheating step com-
prises the combined low-pressure preheater and district heat-
ing condenser 9.

The steam boiler 11 produces high-pressure steam that is
led to a first steam inlet 7.1 at the steam turbine 7. The steam
turbine has also a second steam inlet 7.2, a steam turbine
outlet 7.3 and a first steam turbine withdrawal point 7.4. The
first steam turbine withdrawal point 7.4 is an unregulated or
regulated steam turbine withdrawal point. The steam turbine
outlet 7.3 is connected to a low-pressure condenser 8 such that
outlet steam ES is led from the steam turbine outlet 7.3 to the
steam inlet 8.2 of the low-pressure condenser. The steam
turbine 7 is connected through a steam turbine withdrawal
point 7.5 also to the heat exchanger 2.7 in the steam dryer 2
and supplies the heat exchanger with high-pressure steam as
a heating medium.

The low-pressure condenser 8 comprises an indirect heat
exchanger that is connected to the steam turbine outlet 7.3 of
the steam turbine, to a cooling water system 13, and to the
inlet 5.3 of the heat exchanger for heat recovery for the first
steam turbine condensate STC1. The outlet steam from the
steam turbine outlet 7.3 is cooled in the low-pressure con-
denser 8 such that it becomes steam turbine condensate
STC1, after which it is led from the condensate outlet 8.1 to
the inlet 5.3 for steam turbine condensate of the heat
exchanger for heat recovery.
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The heat exchanger 5 for heat recovery has been described
above. The thermal energy in the unclean condensate UC
from the scrubber is recovered and transferred in the heat
exchanger for heat recovery to the steam turbine condensate
STC1 from the low-pressure condenser 8. The outlet 5.4 for
steam turbine concentrate STC2 from the heat exchanger for
heat recovery is connected to the combined low-pressure
preheater and district heating condenser 9.

FIG. 1 shows that the heat exchanger 5 for heat recovery is
connected to the steam regeneration unit 3 through the heat
exchanger 4 for district heating. Alternatively, the heat
exchanger 5 for heat recovery may be connected directly to
the steam regeneration unit 3, and in this way receive unclean
condensate UC directly from the steam regeneration unit 3.

FIG. 1 shows also a combined low-pressure preheater and
district heating condenser 9 that is a combined direct and
indirect heat exchanger.

The combined low-pressure preheater and district heating
condenser 9 comprises an inlet 9.1 for district heating
medium, an outlet 9.2 for district heating medium, an inlet 9.3
for condensate, an inlet 9.4 for steam and an outlet 9.5 for
condensate.

The combined low-pressure preheater and district heating
condenser 9 is the second low-pressure preheating step in the
preheating chain for steam turbine condensate in the steam
cycle, at the same time as it constitutes also the first heating
step for the district heating medium HW.

The first steam turbine withdrawal point 7.4 of the steam
turbine is connected to the combined low-pressure preheater
and district heating condenser 9, such that the steam with-
drawn from the steam turbine withdrawal point 7.4 is led into
the steam inlet 9.4 of the combined low-pressure preheater
and district heating condenser. The withdrawn steam has a
pressure of, for example, approximately 0.7 Bar a.

The steam turbine condensate STC2 is led to the conden-
sate inlet 9.3 and onwards to a steam compartment in the
combined low-pressure preheater and district heating con-
denser 9, where the steam turbine condensate STC2 is heated
through direct heat exchange with the steam withdrawn from
the first steam turbine withdrawal point 7.4. A second pre-
heating of the steam turbine condensate is in this way
achieved. The steam turbine condensate is denoted by STC3
after this and it has a temperature of approximately 88° C. The
heated steam turbine condensate STC3 is led from the con-
densate outlet 9.5 onwards to the supply water tank 10 and
subsequently to the steam boiler 11.

The district heating medium inlet 9.1 is connected to the
return line 12.1 of the district heating network and the district
heating medium outlet 9.2 is connected to the inlet 4.3 of the
heat exchanger for district heating. The district heating
medium HW is heated by indirect heat exchange with the
withdrawn steam. The district heating medium HW has a
temperature of approximately 85° C. after the combined low-
pressure preheater and district heating condenser 9.

By connecting the various components of the system in this
way, the thermal energy that is produced in the steam power
process is used efficiently. Advantageous temperature differ-
ences, flow conditions and falls in pressure are prevalent in
each heat exchanger in order to achieve good heat transfer.

According to FIG. 1, the district heating medium HW is led
from a district heating system 12 in through the inlet, the
return line 12.1 of the district heating network, and is heated
in several steps through the combined low-pressure preheater
and district heating condenser 9, and through the heat
exchanger 4 for district heating, whereby thermal energy is
transferred and recovered to the district heating medium HW.
It is very advantageous that thermal energy from the steam
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dryer 2, in particular the thermal energy in the unclean con-
densate UC, is recovered during the heating of the district
heating system, since this leads to lower energy costs for fuel
production in the steam dryer and low heating costs for the
district heating medium. Furthermore, energy loss is reduced
since the energy is recovered from the unclean condensate,
which energy otherwise would be led to the waste outlet.

Thermal energy from the unclean condensate from the
steam dryer is recovered also in the steam cycle in the steam
power process. This is very advantageous since it leads to a
higher plant efficiency, while the production of power
increases and energy losses for the plant as a whole are
reduced.

The steam power process 6 is used for the production of
electricity, for the production of heat for the steam dryer and
for the heating of the district heating medium, while the steam
dryer is used for the production of fuel. By connecting the
steam power process to the steam dryer, the system according
to the invention is an energy-efficient integration of several
energy-producing facilities with a high overall efficiency and
reduced operating costs as a consequence.

FIG. 2 shows a second embodiment of the present inven-
tion. The system that is shown in FIG. 2 differs from the
system that is shown in FIG. 1 in that the condensate inlet 4.1
for unclean condensate UC at the heat exchanger for district
heating and the condensate inlet 5.1 forunclean condensate at
the heat exchanger for heat recovery are connected in parallel
to the scrubber 3. The heat exchanger 4 for district heating and
the heat exchanger 5 for heat recovery are thus fed in parallel
with unclean condensate from the steam regeneration unit 3.
This means that also the heat exchanger 5 for heat recovery
receives unclean condensate directly from the scrubber 3. The
heat exchanger for district heating and the heat exchanger for
heat recovery thus receive unclean condensate with the same
temperature. The heat exchanger 4 for district heating and the
heat exchanger 5 for heat recovery are adapted such that as
much thermal energy as possible can be recovered from the
unclean condensate.

The method according to the invention for the recovery of
thermal energy from a steam dryer with a closed circulation
that produces excess steam comprises the excess steam being
led from the steam dryer 2 to a steam regeneration unit 3, for
example a scrubber and a steam reformer. The excess steam is
there condensed to an unclean condensate UC, whereby also
clean steam CS is obtained. The clean steam CS is recovered
in the steam power process 6. It is particularly advantageous
to recover the clean steam CS in the steam turbine 7. The
unclean condensate UC from the steam regeneration unit 3 is
led to a heat exchanger 4 for district heating. The heat
exchanger for district heating receives also a district heating
medium HW from the combined low-pressure preheater and
district heating condenser 9 in the steam power process 6. A
part of the thermal energy in the unclean condensate UC is
recovered by being transferred to the district heating medium
HW in the heat exchanger 4 for district heating, whereby the
district heating medium is heated.

The unclean condensate UC is led onwards from the heat
exchanger 4 for district heating to a heat exchanger 5 for heat
recovery, whereby the thermal energy that has not been recov-
ered in the heat exchanger 4 for district heating is recovered,
transferred, to a first steam turbine condensate STC1 in the
steam power process.

The steam turbine condensate STC1 is a low-pressure con-
densate and it is led from a low-pressure condenser 8 in the
steam power process to the heat exchanger 5 for heat recovery
where the steam turbine condensate STC1 is preheated in the
first low-pressure preheating step of the steam cycle.

10

15

20

25

30

35

40

45

50

55

60

65

8

The recovery of the thermal energy in the unclean conden-
sate UC from the steam regeneration unit 3 takes place in
series, whereby a part of the thermal energy in the unclean
condensate UC is first transferred to the district heating
medium HW in the heat exchanger 4 for district heating. The
unclean condensate UC is subsequently led from the conden-
sate outlet of the heat exchanger for district heating to the
condensate inlet 5.1 of the heat exchanger for heat recovery.
A part of the remaining thermal energy in the unclean con-
densate UC is transferred in the heat exchanger 5 for heat
recovery to the steam turbine condensate STC1 that the heat
exchanger for heat recovery has received from the low-pres-
sure condenser 8.

The heat exchanger 4 for district heating and the heat
exchanger 5 for heat recovery are thus fed in series with
unclean condensate UC from the steam regeneration unit 3.

Of course, the recovery of as much as possible of the
thermal energy in the excess steam SS is aspired to. A large
fraction of the thermal energy that is produced in the steam
boiler and supplied to the steam dryer can be recovered by
adapting the temperature levels in the heat exchangers.

Alternatively, the unclean condensate UC can be fed in
parallel from the steam regeneration unit 3 to the heat
exchanger 4 for district heating and the heat exchanger 5 for
heat recovery, as is shown in FIG. 2. The recovery of the
thermal energy UC then occurs in parallel, whereby thermal
energy in the unclean condensate UC from the steam regen-
eration unit 3 is transferred to the district heating medium HW
in the heat exchanger 4 for district heating and to the steam
turbine condensate STC1 that comes from the low-pressure
condenser 8 in the heat exchanger 5 for heat recovery.

The steam turbine condensate STC1 to which thermal
energy has been supplied in the heat exchanger 5 for heat
recovery thereafter is denoted by “STC2”. The condensate
STC2 is led onwards to the combined low-pressure preheater
and district heating condenser 9. Also the district heating
medium HW from a district heating return line 13.1 is led to
the combined low-pressure preheater and district heating
condenser 9. Thermal energy is transferred in the combined
low-pressure preheater and district heating condenser 9 from
withdrawn steam from a steam turbine withdrawal point 7.4
both to the steam turbine condensate STC2 and to the district
heating medium HW. The condensate STC2 from the heat
exchanger 5 for heat recovery is in this way preheated at the
same time as thermal energy from the withdrawn steam is
transferred through indirect heat transfer to a district heating
medium HW.

By recovering thermal energy from a steam dryer with a
closed circulation 2.1 according to the method described
above, a very good energy economy with a high efficiency is
obtained in the system. Very little thermal energy is lost. By
recovering the thermal energy in several steps, in several heat
exchangers connected one after the other, the thermal energy
is recovered at several temperature levels. By connecting the
steam dryer and the steam regeneration unit with the heat
exchanger for heat recovery, it is achieved that the steam
turbine condensate STC1 that circulates in the steam cycle is
preheated in a first preheating step, and thus the power gen-
erated by the steam turbine unit is increased while at the same
time the total requirement for energy of the combine as a
whole is reduced.

The invention concerns also a bioenergy combine for the
manufacture of biofuel, electricity and heat. The bioenergy
combine comprises a steam dryer with a closed circulation of
the type described above, and a steam power process that
comprises a steam cycle of the type described above.
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The steam dryer with the circulation dries wood-based
material such as wood chips and peat. The dried material is
used during the manufacture of biopellets or as fuel in the
steam boiler of the steam power process.

The steam power process is, for example, a steam-powered
power plant, a condensate-powered power plant or a direct
heating power plant. A second type of steam power process is
an industry with integrated energy production, of the type
sawmill, foundry, or other heavy industry. It is common that
these types of plant have at least one turbine that generates
electricity. The steam power process produces electricity and
heat. The heat is supplied both to the steam dryer and to the
district heating system, as has been described above. The
bioenergy combine according to the invention comprises also
a system for the recovery of thermal energy from the steam
dryer of the type described above.

The bioenergy combine achieves energy-efficient integra-
tion of several energy-producing plants with a high overall
efficiency and reduced operating costs as a consequence.

It is advantageous to integrate the steam dryer with the
steam power process and the system for the recovery of ther-
mal energy from the steam dryer. Large gains in energy are
obtained and the integration leads to increased flexibility in
the production of different types of energy. This leads to a
high overall efficiency for the bioenergy combine.

The technical distinctive features in the form of parts and
fittings that have been described above can be freely com-
bined within the innovative scope of the invention as long as
the result corresponds to the design that is described in the
patent claims.

Various embodiments of the invention are specified in the
attached patent claims and in the detailed description and
drawings given below. The embodiments in the description
constitute only various examples of the invention, and they
are not to be seen as limiting: all embodiments can be com-
bined and can vary. All technical distinctive features in the
embodiments may be freely combined as long as the func-
tionality described is obtained. It is possible to vary and
modify the embodiments within the protective scope defined
by the claims.

The invention claimed is:

1. A method for the recovery of thermal energy from a
steam dryer with a closed circulation that produces excess
steam, comprising:

condensing excess steam to an unclean condensate in a

steam regeneration unit, wherein the thermal energy in
the unclean condensate is recovered by being transferred
to a district heating medium in a first heat exchanger for
district heating, wherein the thermal energy in the
unclean condensate from the steam regeneration unit is
recovered in a steam power process, and wherein the
thermal energy in the unclean condensate is transferred
to a steam turbine condensate in a second heat exchanger
for heat recovery, whereby the steam turbine condensate
from a low-pressure condenser is heated.

2. The method according to claim 1, wherein the recovery
of thermal energy from the steam regeneration unit takes
place in a series, such that thermal energy in the unclean
condensate is first transferred to the district heating medium
in a heat exchanger for district heating and the thermal energy
in the unclean condensate is subsequently transferred to the
steam turbine condensate in a heat exchanger for heat recov-
ery, and wherein the heat exchanger for district heating and
the heat exchanger for heat recovery are fed in series with
unclean condensate from the steam regeneration unit.

3. The method according to claim 1, wherein the recovery
of'the thermal energy takes place in parallel, such that thermal
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energy in the unclean condensate from the steam regeneration
unit is transferred to the district heating medium in the heat
exchanger for district heating and to the steam turbine con-
densate in the heat exchanger for heat recovery, and wherein
the heat exchanger for district heating and the heat exchanger
for heat recovery are fed in parallel with unclean condensate
from the steam regeneration unit.

4. The method according to claim 1, wherein the steam
turbine condensate is led from the heat exchanger for heat
recovery to a combined low-pressure preheater and district
heating condenser and, wherein the district heating medium
from a district heating return line is led to the combined
low-pressure preheater and district heating condenser, such
that thermal energy from steam withdrawn from a steam
turbine withdrawal point is transferred both to the steam
turbine condensate and to the district heating medium in the
combined low-pressure preheater and district heating con-
denser.

5. The method according to claim 1, wherein the steam
dryer works at a pressure that exceeds atmospheric pressure.

6. The method according to claim 1, wherein the steam
dryer works at a pressure that lies below atmospheric pres-
sure.

7. The method according to claim 1, further comprising
drying organic material in the steam dryer.

8. The method according to claim 1, further comprising
drying a wood-based bulk material or a peat-based bulk mate-
rial in the steam dryer.

9. The method according to claim 1, further comprising
drying sewage sludge in the steam dryer.

10. A system for the recovery of thermal energy from a
steam dryer with a closed circulation that produces excess
steam, wherein the system comprises a steam regeneration
unit connected to the steam dryer for the condensation of
excess steam to an unclean condensate, wherein a heat
exchanger for district heating is connected to the steam regen-
eration unit and to a district heating system, wherein thermal
energy is transferred from the unclean condensate to a district
heating medium in the heat exchanger for district heating,
wherein a heat exchanger for heat recovery is connected to the
steam regeneration unit in order to receive unclean conden-
sate from the steam regeneration unit, and wherein the heat
exchanger for heat recovery is connected also to a low-pres-
sure condenser in a steam power process in order to receive a
steam turbine condensate from the low-pressure condenser
such that thermal energy from the unclean condensate is
transferred to the steam turbine condensate in the heat
exchanger for heat recovery.

11. The system according to claim 10, wherein the heat
exchanger for district heating and the heat exchanger for heat
recovery are connected in series to the steam regeneration
unit, wherein the unclean condensate from the steam regen-
eration unit is first led to the heat exchanger for district heat-
ing such that thermal energy in the unclean condensate is first
transferred to the district heating medium, and wherein the
unclean condensate is subsequently led from the heat
exchanger for district heating to the heat exchanger for heat
recovery such that thermal energy from the unclean conden-
sate is transferred to the steam turbine condensate in the heat
exchanger for heat recovery.

12. The system according to claim 10, wherein the heat
exchanger for district heating and the heat exchanger for heat
recovery are connected in parallel to the steam regeneration
unit, wherein the unclean condensate from the steam regen-
eration unit is led in parallel to the heat exchanger for district
heating and the heat exchanger for heat recovery such that
thermal energy in the unclean condensate is transferred to the
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district heating medium in the heat exchanger for district
heating and to the steam turbine condensate in the heat
exchanger for heat recovery.

13. The system according to claim 10, further comprising a
steam cycle, wherein the steam cycle has at least a first low-
pressure preheating step comprising the heat exchanger for
heat recovery and a second low-pressure preheating step
comprising the combined low-pressure preheater and district
heating condenser for preheating the steam turbine conden-
sate.

14. The system according to claim 10, wherein the com-
bined low-pressure preheater and district heating condenser
is connected to the heat exchanger for heat recovery, wherein
the combined low-pressure preheater and district heating
condenser comprises a means for direct heat exchange and a
means for indirect heat exchange, wherein a district heating
return line and a steam turbine withdrawal point are con-
nected to the combined low-pressure preheater and district
heating condenser, such that thermal energy from steam with-
drawn from the steam turbine withdrawal point is transferred
directly by direct heat exchange to the steam turbine conden-
sate and through indirect heat exchange to the district heating
medium.

15. The system according to claim 10, further comprising a
steam reformer that has a means for the recovery of thermal
energy from excess steam through the generation of clean
steam, and a means for supplying the clean steam to a steam
turbine, which produces electricity.

#* #* #* #* #*
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